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Minimum 1/4 Day Storage
(Above High Water Alarm)

Sch. 40 PVC Force Main
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(min. vol. = 1/2 Design Flow)

(to Puraflo Peat Biofilters)

Low-water Cut-off Level

Pump w/ Lifting Rope
(Raised on Block)

"~ Vent Hole

TYPICAL PUMP TANK DETAIL

Check Valve
(w/ Antisiphon
Hole as Required)

Notes:
1) PUMP TANK MUST BE APPROVED BY THE STATE OR LOCAL REGULATORY AUTHORITY

2) SIZING, DESIGN, CONSTRUCTION AND INSTALLATION MUST CONFORM TO
APPLICABLE REGULATIONS
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